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1. ALL STYLES OF CLASS "A” CIRCUIT SHALL BE
INSTALLED SUCH THAT OUTGOING AND RETURN
CONDUCTORS, EXITING FROM AND RETURNING TO INITIATING DEVICES
THE CONTROL UNIT ARE ROUTED SEPARATELY.
THE MINIMUM SEPARATION SHALL BE 1 FEET EXAMPLES:  (2) L1.001
WHERE INSTALLED VERTICALLY AND 4 FEET WHERE
INSTALLED HORIZONTALLY. DEVICE REFERENCE NUMBER
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@ ALL DOOR HOLDERS, CZM REMOTE
/ONE MODULES SHALL BE POWERED .
57 54VDC FROM MXL MMB—3 TBS SCALE: 3/32" = 1'-0" AUDIBLE / VISUAL CIRCUITS:
LOCATED AT FLOOR 1 ELECTRICAL
ROOM 118A. AMPLES. <« STROBE CANDELA RATING
: «——— DEVICE REFERENCE NUMBER
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